Lab Report

Upper Guadalupe River Authority PO

125 Lehmann Dr. Sulte 100, Kerrville, TX 78028

(830) 896-5345

TCEQ Statc Lab ID: 48145

CLIENT: City of Rocksprings Lab Order: 1905229
PO Box 796

Rocksprings,, TX 78E8D
gig{clcrk@swlg;ns.nel;peler.Qumn{a}sungg-tcxus.com;iggﬂQﬁS@gmail.cgm
Ph: 8306834105

Project: City of Rocksprings

System 1D No: 0690012

Lab ID: 1905229-001 Collection Date/Tlme: 5/14/2019 8:30:00 AM
Sample Site: 602 N Cedar St Source:
Sampled By:  Peter R Duran Sample Type: Construction
Field CI2 Resldual: 1.26 mg/L

Analysecs Result PQL Qual Units DF  Date Anatyzed
BACTERIA ANALYSIS Mathod : SM 9223 B {N)

E. coli Not Found 1 PIA 1 §14/20193 20 00 PM

Total coliforms  (N) Not Found 1 PIA 1 5/14/2019 3 20 00 PM

Signature: Nm

Nicole Shepherd, Lab Manaper

Test Methods; Standard Methods for the Examination of Waler and Wastewster; EPA Methods for Water and Wastewaler; ASTM Int'l
Stondard Test Mathods; Hach Methods

NELAP Accredited by TCEQ
For a list of Fields of Accreditation and current NELAP centificate, visit the Lab Scrvices section of www.upra org

Confidentlality Statement: his is 2 confidential report for use by the addressed customer or uthorized agent This report may not be reproduced
except in full.
Compliance Statement: All laboratory analyses performed in connection with the generation of the data set forth in this report were undentaken

in aceordance with requirements applicable to the aberatory methads uscd. unless atherwise noted in an otached Case Normative. Any known problems/
nnomalies cbserved by this laboratory (and if spplicable, lnberatorics subcontracted through this taboratory) that might affect the quality of the daia have
been identified in the Casc Nomative. Results shown relate enly to the samples tested. Any known problems associated with the quality of the samples
have been identificd in the Case Normative. Al required Quality Control nssocinted with the samples was accepiable unkess the result is qualified with a
Q" Mag or atherwise noted in the Case Narative. “The use of the measured valucs in this report for segulaiory compliance purposes must be evatualed by,
and is solely the responsibility of, the customer.

Quality Control sample results available upon request,
Suffis : (N) - NELAP Accredited Analysis

Qualifiers: Q - Data qualificd: sez Cosg Narmtive All required Quality Contro) was acceptable unless the result is flagged witha Q" or
otherwise nated in the Case Namative

Ahbreviations :  PQL - Pracues! Quantitation Limit, DF - Dilution Factar
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Boil Water Notice Rescinded
5-21-19

On 5-13-19, the Texas Commission on Environmental Quality required the City of
Rocksprings public water system, 0680012, to issue a Boil Water Notice to inform
customers, individuals, or employees that due to conditions which occurred recently in
the public water system, the water from this public water system was required to be
boiled prior to use for drinking water or human consumption purposes.

The public water system has taken the necessary carrective actions to restore the
quality of the water distributed by this public water system used for drinking water or
human consumption purposes and has provided TCEQ with laboratory test results that
indicate that the water no longer requires boiling prior to use as of5-20-19.

If you have questions concerning this matter, you may contact City of Rocksprings at
830-683-4105 Rocksprings, Tx 78880. Water samples were taken and sent of the next
available working day. All Samples came back negative for E. Coli and Total coliform.



